
Twin City Water Clinic Laboratory Test Report
Minnesota State Laboratory lD# 027-053-119

Wisconsin State Laboratory lDf 105-10117

Wisconsin DNR Lab lD f399073400 X No samples were subcontracted; or the above test
result(s) with'**' designation were produced by a

subcontractedlaboratory. llaboratoryname;address;
VIDH Lab lD#]. The subcontracted laboratory maintains

MDH Certification for the field(s) of testing performed.

Client: Nicollet School

Advanced Health safety & Security

Address: 105 Third street

Balaton, MN 56115

Report Number: I8-o2243

Sampfe Receipt Date: 2lt3hg
Sample Prep. Date: 2h3.ltg
Sample Prep. Time: 12:00

Report lssue Date: ots.lLs/L8

Twin City Water Clinic Inc.

517 13th Avenue South
Hopkins, MN 55343

Phone: (952)935-3555

Fax: (952)935-5077

Approved methods used in analyzing the
samples listed above have the following
reporting levels:

SM3113 - Lead, 2.0 pg / L

Maximum contaminant level: Lead, 15.0 pg /L

Laboratory Analyte Sample Parameter Sample Collection Sample Analysis Test

Sample lD Location Date Time Date Time Results Units

18-02243 Iead Kitchen Drinking Water o2l06l18 15:58 02l23i18 9:44 <2.0 $c/L
L8-02244 Lead 8113 Art RM Drinking Water o2l06l18 16:01 o2l23l18 10:00 <2.O velL
18-02245 Lead Early Childhood WF Drinking Watel 02l06lt8 16:05 o2l23lt8 10:05 <2.0 VEIL
t8-02246 Lead lnfants RM Drinking Watel 02l06l18 16:09 o2l23h8 10:10 <2.0 VCIL
t8-02247 Lead Toddler RM Drinking Watel o2l06l18 16:11 02l23lL8 10:15 <2.0 VClL Sample Collected by: _X_ Client _ TCWC

Sample Temp.: L2o C

Notes:

Discussion:

Approved By:

.*'"I' ..,r .".o
$. L.{.. ...

Bill Van Arsdale

Laboratory Manager

t8-o2248 [ead Preschool RM 101 Drinking Water 02106l18 15:13 o2l23lL8 10:19 <2.0 VC/L
t8-o2249 Lead Gym West Drinking Water 02106l18 t6:t7 o2l23lL8 10:35 <2.0 t8/L
18-02250 Lead Gym East Drinking Water o2l06i18 16:18 02l23lL8 10:40 <2.O PElL
18-02251 Lead Gym Hall Drinking Water 02106l18 t6:2L o2l23l18 10:45 <2.O [c/L
t8-02252 Lead Womens - Comm. Cntr. Lobbr Drinking Water 02106h8 16:25 02l22h8 t4:2O 2.O3 $8lL
18-022s3 Lead Mens - Comm, Centet Drinkint Watel o2l06lt8 16:28 02/221'.8 L4:26 <2.O VClL
18-022s4 Lead Comm, Cntr. E115 Storase Drinking Water o2l05/18 16:30 o2l23lt8 10:50 <2.0 VElL

The esulB liried inthlrr€pod ap

methods .c eitified hry the Minnesota D.panment of Heahh, unl€$ othe lse noted-
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Twin CitY Water Clinic
617 13tb Ave South

IloPkins, MN 55343

(es2) e3s-iss6 FAX (es2) e3s-s077

CHAIN.OF.CUSTODY RECORI)

N: < ' l/''-+

Information
Ship To:

Ship Date:
Courier:

lA"a""eO n"afn SafetY & SecuritYClient: Advanceo 'uealtrn Dart

Client Address: 105 Third Street
Balaton, MN 56115

Customer Phone No: Brian Parrie 605-430-8842

Sample Location Sample

Relinquished By: Date Time Relinquish To: Date Time

Container
Intact

Yes No Correct
Container

Yes No Comments:

Cooled Yes No Temperature
Blank

Yes No "c)(

Field of testing: Lead SM31l38
TCWC Rev. 1.0a
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